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Botiom of disposal field: The bottom of each disposal fieid must be installed at the elevation specified on the
pernit. It must be maintained to a level grade no greater than 2 inches within 100 feet. Note: The bottom of
a disposal field serves as the final stage of the distribution network.

Avoid unnecessary compaction: Excavation must be carried out in a manner that will avoid unnecessary
compaction of both sidewalls and bottom area. Heavy equipment, especially rubber-tired vehicles such as
front-end loaders, should not be driven over the exposed bottom of the disposal field. Excavation should be
carried out when possible, by a back-hoe operating from outside the perimeter of the previously excavated
portions of the disposal fields.

Reopen smeared or compacted bottom or sidewall surfaces: If any portion of the bottom or sidewalls becomes
smeared or compacted, that portion must be scarified to reopen soil pores. Roto-tilling may be necessary to
reach the limit of compacted soil depth.

Weather conditions: Work should be scheduled so that excavated areas are not exposed to rainfali or wind-
blown silt. Any loose soil or debris that is washed or otherwise deposited within the excavation must be
carefully removed prior to backfilling. Additionally. disposal fields should not be installed in frozen ground
or when the ambient air temperature is below freezing, especially if construction will take place over scveral
days.

D. CONSTRUCTION

|

Construction: The installer of the system must make certain that the system and all its component parts are
installed in conformance with the requirements of these Rules, the plan prepared by the site evaluator, and
with any special engineering design requirements approved or required by the Department, pursuant to an

approved variance.

Soil and backfill material: The installer of the system must make certain that the construction and installation
are performed without adversely affecting the capacity of the soil or backfill material to adequately absorb or
treat the septic tank effluent.

E. BACKFILL PLACEMENT FOR DISPOSAL AREAS INCLUDING FILL EXTENSIONS

I. .

2.

General: Selection and placement of backfill must comply with the requirements of this Section.

Backfill standards: The backfill material must be gravelly coarse sand which meets the requirements of Table
LA or 11(EX2Xa) below, as approved by the Department or LPI:

TABLE 11A
Backfill Textural Gradation
Sieve Size Percent Passing by Weight

3 inches 100

#4 75-100

#10 50-100

#60 10-50
#100 2-20
#200 2-8
Clay Fraction 0-2

(a) Field determination of backfill: Due to the difficulty of obtaining sieve analyses and the variability of

backfill material, the following procedures can be used in the field to determine the suitabi lity of backfill

material. The backfill is suitable if the soil texture is loose single grains, the individual sand grains can be

readily seen (similar to salt or sugar grains) and felt, and the following conditions are observed: If

squeezed in the hand when dry, it will fall apart when the pressure is released but has enough fines to stain
. the lines in the palm of the hand; or, if squeezed when moist, it will form a cast that will crumble when

Section 11 10-144 CMR 241 Page 89



touched and bears very careful handling; and it does not form a ribbon between the thumb and forefinger
but has enough fines to stain the lines in the palm of the hand.

(b) Coarser material beneath or beside disposal system: Stone meeting the requirements of Section 11(F)(2)
may be placed immediately adjacent to the disposal field, provided that the rest of the backfill material
meets the requirements of Section 11(E). If used beneath the disposal field, it must be considered part of
the disposal field for determining the separation between the limiting factor and the bottom of the disposal
system,

(c) Fill material placement above disposal system: Immediately above the filter fabric, hay or proprietary
devices, fill is required as specified on the plans. It must be a minimum of 8 inches in thickness (including
cover material).

(d) Cover material: Immediately above the hackfill or fill material, at least 4 inches of soil or soil and soil
amendment mix, suitable for establishment of a good vegetalive cover, must be placed over the entire
disturbed soil area, including fill extensions.

3. Disposal fields installed completely in the original ground: If the disposal field is completely installed in
original ground, the backfill maierial must completely cover the disposal fields. The disposal field must be
adequately crowned on level disposal fields (3 percent minimum grade) to allow for settling so that surface
water will be allowed to drain from the site without ponding.

4, Disposal fields installed partially in the original ground: Disposal fields partiaily instalied in the original

ground must meet the following requirements:

(a) Extent of backfill material: The fill layer must include any backfill beneath the disposal field, the
shoulders, and the backfill material extensions surrounding the disposal field on all sides.

(b) Shoulder width and slope: The minimum required shoulder width is 3 feet. The finished grade of the
shoulder must be sloped at 3 percent away from the disposal field or conform to the slope of the finish
grade of the disposal field.

(c) Backfill material extension: At the outside edge of the shoulder, the backfill material must be terminated
by sloping the top of the backfill layer downward at a slope specified in Tables 11A and 11B, to the
original ground if possible, or a man-made retaining wall, provided the retaining wall is no more than 24
inches in height and the horizontal distance from the outer edge of the fill shoulder 10 the retaining wall is
at least 10 feet.

F. DISPOSAL FIELDS

L.

Installation requirements: Disposal fields which include in a trench configuration, must be installed in compliance
with all the requirements in this Section and Section 6(N).

(@) Pitch of distribution pipes or proprietary disposal devices: Maximum tolerance of distribution pipes or
proprietary disposal devices must be no more than 2 inches in 100 feet.

(b) Spacing between distribution pipes: The space between distribution pipes for low pressure distribution
must be from 75 to 80 percent of the hole spacing. Spacing must be equal and uniform.

(c) Holes in low pressure distribution pipes: The holes in low pressure distribution pipes must be equal and
uniform. The holes must be aligned, so that holes in adjacent distribution pipes are offset by 50 percent
of the hole spacing.

(d) Proprietary devices: Proprietary disposal devices approved by the Department as substitutes for disposal
ficid stone and perforated distribution pipes, must be instalied, per the manufacturer’s instructions.

Section 11 10-144 CMR 241 Page 90



SEPTIC SYSTEM USER NOTES

. This septic system has been designed to meet requirements of the State of Maine
Subsurface Wastewater Disposal Rules, 10-144A CMR 241. Because site evaluatars are
not notified when local ondinances are enacted which exceed state requirements, it is the
septic system owners responsibifity to ensure that this septic system design (HHE-200 form)
is in complianca with applicable local ardinances. This can be dane by contacting your local
plumbing inspector and asking about local ordinances which differ from those required in the

Rules.

. itis the septic system owner's respansibility to obtain any local, state, or federal permit(s)
that may b required for the installation of this septic system (work within or adjacent to a

wetland may require a stata and/or federal permit). Coatact the Maine Department of

Environmental Protection at 287-2111 and the Ammy Corps of Engineers at 623-8367 if you

have any questions.

. The use of a garbage grinder on a septic system is not recommended. Depending on use
paftams, they can contribute a significant amount of paicutate matter and greass to the
system. Excessive use may rasult in premature fallure. If a garbage grinder is to be used,
additional septic tank capacity, a multi compartment septic tank is required, and/or more

frequent sepfic tank pumping is recommended.

. For new construction, it is recommendad that the sepfic system owner install low volume
tollsts (1 1/2 gallons per flush or less) and other flow reducing fixtures such as low volume
shower heads and faucets to minimize water consumption. A reduction in water usage will
generally result in extended lfe of your septic system.

. Itis the septic system owner’s responsibility to limit water consumption and wastewaler
genaration so that the septic system design capacity (design flow on the HHE-200 form) is
not exceaded on any dav. Activities which generate large amounts of wastewater should be
spread out over several days where possible. Excessive use of a septic system on any day
can cause the system to fail even though your use, aversged over a week ar month, is

below design volume.

. Do not connect floor or roof drains to a septic system. Your septic system is not designed to
handle this water and it will likely cause premature failure.

. Do not dispase of backwash from water softeners or water treatment devices in your septic
system. Large amounts of water can be genarated from these devices which can overload

a saptic system.

. Do not dispose of any hazardous or foxic substances in a sepfic system such as paint
thinner, paints, vamishes. photographic solutions, pestldides, insecticides, organic salvents
or degreasers and drain openers. Seplic systems depend on living organisms to function
property. Toxic or hazardous material can, in effect, "kl the system and are a threai to
pofiution of surface or groundwaler resources. |nstead of using 8 commercial degreaser or
drain opener, which an be toxic, use one of the following:

A.  Aplunger or mechanical snake; or
B. Pour one handful of baking soda and 1/2 cup of white vinegar down the drainpipe

and cover tightly for one minute. Repeat as necessary, or



C Pour 112 cup sak and 1/2 cup baking soda down the drain followed by 8 cups of
boling water. Let sit for several howrs or overnight, then flush with water.

ert or non-biodegradable substances into your seplic system such

9. Da not dispose of any in
as disposable diapers, cat box litter, coffes grounds, cigarette fiters, sanitary napkins, facial

lissues and wel strength paper towels.

system unless an

10 Do not dispose of large quantities of fats or grease into your septic
an internal grease trap

external grease trap has been designed for that purpose. Genarally,
is inadequate lo handle excessive amounts of grease of fat.

1. Do not add any septic tank cleaner or additive to your sepfic system to improve iis function
or prolong is useful aperating Wfe (this Includes yeast, horse manura or commercial
products). No effective product or material is recognized by State authorites and, in fact,
some of these products can actually cause your septic system to fail.

12 Maintain your septic system by reguiarly having the saplic tank pumped. Some biological
braakdown of solids and grease occurs in sepfic tanks but the rate of accumulation virtually
always exceads tha rate of blologic breakdown. If your septic tank is not pumped out often
enough, solids and greases may build up to the point where they enter your disposal areas.
Once this material reaches tha disposal area, it will clog the soil surface and likely cause

premature fallure.

13 We recommend having your saptic tank pumped or inspacied after one year of use. The
pumper can advise you of how often you need fo have the septic tank pumped based on

what he finds at this inspection (typically a septic tank will need fo be pumped svery two to
five years). Keep in mind that you will need to adjust pumping frequency to coincide with
changes In the way you usa your system. The more your septic system Is used, the more

fraquently thai the septic tank should be pumped.

14, Do nol drive over o store heavy materials on any part of your septic system unless itis
specifically designed to handle heavy loads. Otherwise, crushed components may be the

result and the system may fail.

15. Divert all surface water away from the seplic tank and disposal area. Roof areas which
contribute runcff water to the septic system site should have gutters instalied to divert that

water {o another lacation.

16.PLEASE ~ f you have any questions about your septic system or how to use it, call me
(848-5714) and ask for advice. You can also call the State Agency responsible for
regulating seplic systems, the plumbing program in the Division of Health Engineering, at

287-5669.
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